Notice of Change/Withdrawal

DEPARTMENT OF FINANCIAL SERVICES
Division of State Fire Marshal
RULE NO.:
RULE TITLE:

69A-3.012
Standards of the National Fire Protection Association and Other Standards Adopted

NOTICE OF CHANGE

Notice is hereby given that the following changes have been made to the proposed rule in accordance with subparagraph 120.54(3)(d)1., F.S., published in Vol. 43 No. 129, July 5, 2017 issue of the Florida Administrative Register.

69A-3.012 Standards of the National Fire Protection Association and Other Standards Adopted.
(1) Except as specifically modified by statute or by the State Fire Marshal’s rules, the “Florida Fire Prevention Code, 6th Edition (2017),” which is comprised of the Florida specific edition of NFPA 101, the Life Safety Code® (2015 edition) and the Florida specific edition of NFPA 1, the Fire Code (2015 edition), are hereby adopted and incorporated by reference and are applicable to those buildings and structures specified in paragraphs (a) and (b) of subsection (1) of Section 633.206, F.S. In addition, the following standards, except as specifically modified in the rule chapters in Rule Title 69A, are hereby adopted and incorporated by reference and shall take effect on the effective date of this rule, as a part of the uniform fire safety standards adopted by rule by the State Fire Marshal and are applicable to those buildings and structures specified in Sections 633.206(1)(a) and (b), F.S.:
(a) through (i) No change.
(j) NFPA 13R, 2013 edition, Standard for the Installation of Sprinkler Systems in Low-Rise Residential Occupancies up to and Including Four Stories in Height.
(k) NFPA 14, 2013 edition, Standard for the Installation of Standpipe, Private Hydrants, and Hose Systems.
(l) through (bb) No change.
(cc) NFPA 37, 2015 2014 edition, Standard for the Installation and Use of Stationary Combustion Engines and Gas Turbines. 
(dd) through (oo) No change. 
(pp) NFPA 68, 2013 edition, Standard on Explosion Protection Prevention by Deflagration Venting.
(qq) through (ss) No change.
(tt) NFPA 75, 2013 edition, Standard for the Fire Protection of Information Technology Equipment.
(uu) through (yy) No change. 
(zz) NFPA 88A, 2015 2011 edition, Standard for Parking Structures.
(aaa) through (rrr) No change. 
(sss) NFPA 170, 2012 edition, Standard for on Fire Safety and Emergency Symbols. 
(ttt)  through (ffff) No change. 
(gggg) NFPA 288, 2012 edition, Standard Methods of for Fire Tests of Horizontal Floor Fire Door Assemblies Installed in Horizontally in Fire Resistance-Rated Assemblies Floor Systems.
(hhhh) through (vvvv) No change. 
(wwww) NFPA 430, 2004 edition, Code for the Storage of Liquid and Solid Oxidizers.
(wwww) through (jjjjj) renumbered as (xxxx) through (kkkkk) No change. 
(lllll)(kkkkk) NFPA 750, 2015 2014 edition, Standard on Water Mist Fire Protection Systems. 
(lllll) through (nnnnn) renumbered as (mmmmm) through (ooooo) No change.
(ppppp)(ooooo) NFPA 1123, 1995 2010 edition, Code for Fireworks Display. 
(qqqqq) NFPA 1124, 2006 edition, Code for the Manufacture, Transportation, Storage and Retail Sales of Fireworks and Pyrotechnic Articles.
(ppppp) through (qqqqq) renumbered as (rrrrr) through (sssss) No change. 
(ttttt)(rrrrr) NFPA 1127, 2013 edition, Code for High Powered Rocketry.
(sssss) through (vvvvv) renumbered as (uuuuu) through (xxxxx) No change.
(yyyyy)(wwwww) NFPA 1221, 2016 edition, Standard for the Installation, Maintenance, and Use of Emergency Services Communications Systems. 
(xxxxx) through (yyyyy) renumbered as (zzzzz) through (aaaaaa) No change.
(2) through (11) No change.
