61C-5.0015 Maintenance Control Programs.

(1) Elevators must comply with the maintenance control program onsite documentation requirement in s. 8.6.1.2, ASME A17.1-2013, as adopted by reference in Rule 61C-5.001, F.A.C., according to the following schedule based on the code under which the elevator was installed:

	CODE UNDER WHICH INSTALLED: 
	DATE TO COMPLY:

	ASME A17.1-2013 
	January 1, 2018

	ASME A17.1b-2009 
	July 1, 2018

	ASME A17.1a-2005 and ASME A17.1S-2005 (MRL Supplement) ASME A17.1-2000
	January 1, 2019

	ASME A17.1b-1998
	July 1, 2019

	ASME A17.1b-1995 and earlier versions of ASME A17.1
	January 1, 2020


(2) When the maintenance control program and related documentation is maintained in electronic format, the elevator owner or lessee, when owner responsibilities are specifically assigned by lease, shall provide appropriate means for viewing the maintenance control program onsite.
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