61G15-32.006 Design of Foam and Foam Water Fire Suppression Systems.

(1) Foam and Foam Water Fire Suppression Systems include local application, total flooding, high and low expansion foams, and foam-water sprinkler systems.

(2) The Fire Protection System design specifications shall be based on applicable NFPA standards, when available, or alternative engineering sources and good engineering practice when required.
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