69A-40.029 Evacuation Capability Evaluation in Legacy Facilities.

(1) The administrator of a legacy facility shall conduct an “Evacuation Capability Evaluation” and the local AHJ shall validate the evacuation capability evaluation as required in Section 429.41(1)(a), F.S. For purposes of this rule, “validate” shall mean that the evacuation capability evaluation forms are reviewed by the local AHJ to ensure completeness in accordance with Chapter 5, NFPA 101A, Guide on Alternative Approaches to Life Safety, 1995 edition, as provided in Section 429.41(1)(a), F.S.

(2) A licensed, sprinklered legacy facility is not required to conduct an evacuation capability evaluation. The State Fire Marshal’s office does recommend that evacuation capability be determined using a method acceptable to the local AHJ over firesafety.
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