69A-40.033 Cooking Operations in Legacy Facilities.

In accordance with the applicable sections of Chapters 22 and 23, NFPA 101, Life Safety Code®, 1994 edition, small legacy facilities (16 or fewer residents) are not required to comply with NFPA 96, Standard for Ventilation Control and Fire Protection of Commerical Cooking Operations. Large legacy facilities shall comply with NFPA 96 (1994 Edition), which is hereby incorporated by reference. NFPA 96 is copyrighted material that cannot be copied but may be: (i) viewed during regular business hours at the Division of State Fire Marshal, 325 John Knox Road, The Atrium, Third Floor, Tallahassee, Florida; (ii) viewed during regular business hours at the Florida Administrative Code and Register, R.A. Gray Building, 500 South Bronough Street, Tallahassee, Florida; or (iii) purchased by contacting the NFPA at 1 Batterymarch Park, Quincy, Massachusetts 02169-7471; Phone 1(800)344-3555, Website www.nfpa.org.
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