69A-40.031 Automatic Fire Sprinkler Systems.

All requirements relating to automatic fire sprinkler systems for assisted living facilities are identified in section 429.41(1)(a), F.S.

Rulemaking Authority 633.104, 633.206 FS. Law Implemented 429.11, 429.41(1)(a), 633.206 FS. History–New 11-29-89, Amended 1-7-97, Formerly 4A-40.031.

