69A-40.033 Heating, Ventilating, and Air Conditioning Equipment.

In accordance with the applicable sections of Chapters 22 and 23, NFPA 101, Life Safety Code, 1994 edition, small facilities (16 or fewer residents) are not required to comply with NFPA 96, Standard on Ventilation Control and Fire Protection of Commerical Cooking Operations. Large facilities shall comply with NFPA 96.

Rulemaking Authority 633.104, 633.206 FS. Law Implemented 429.11, 633.206 FS. History–New 11-29-89, Amended 1-7-97, Formerly 4A-40.033.

