69A-46.035 Standards of the National Fire Protection Association to be Complied With.

The following standards of the National Fire Protection Association which are adopted in Rule Chapter 69A-3, F.A.C., including the editions as adopted therein, shall be complied with by all those holding certificates of competency as fire protection system contractors pursuant to the provisions of Chapter 633, F.S.:

(1) NFPA 11, Standard for Low Expansion Foam.

(2) NFPA 11A, Standard for Medium and High Expansion Foam.

(3) NFPA 12, Standard on Carbon Dioxide Extinguishing Systems.

(4) NFPA 12A, Standard on Halon 1301 Fire Extinguishing Systems.

(5) NFPA 13, Standard for the Installation of Sprinkler Systems.

(6) NFPA 13D, Standard for the Installation of Sprinkler Systems in One- and Two-Family Dwellings and Manufactured Homes.

(7) NFPA 14, Standard for the Installation of Standpipe and Hose Systems.

(8) NFPA 15, Standard for Water Spray Fixed Systems for Fire Protection.

(9) NFPA 16, Standard for the Installation of Foam-Water Sprinkler Systems and Foam-Water Spray Systems.

(10) NFPA 17, Standard for Dry Chemical Extinguishing Systems.

(11) NFPA 17A, Standard on Wet Chemical Extinguishing Systems.

(12) NFPA 20, Standard for the Installation of Centrifugal Fire Pumps.

(13) NFPA 22, Standard for Water Tanks for Private Fire Protection.

(14) NFPA 24, Standard for the Installation of Private Fire Service Mains and Their Appurtenances.

(15) NFPA 72, National Fire Alarm Code.

(16) NFPA 96, Standard for Ventilation Control and Fire Protection of Commercial Cooking Operations. Section 7-2.2 of NFPA 96 applies prospectively only. Existing installations are permitted to remain in place subject to the approval of the authority having jurisdiction.

(17) NFPA 214, Standard for Water Cooling Towers.

(18) NFPA 231D, Standard for Storage of Rubber Tires.

(19) NFPA 232, Standard for Protection of Records.

(20) NFPA 409, Standard on Aircraft Hangars.

(21) NFPA 13R, Standard for the Installation of Sprinkler Systems in Residential Occupancies up to and including four Stories in Height.

(22) NFPA 25, Standard for the inspection, testing, and maintenance of Water-based Fire Protection Systems, except that quarterly flow tests will be required for those systems supplied by a municipal water supply.

(23) NFPA 2001, Standard on Clean Agent Fire Extinguishing Systems.

(24) NFPA 230, Standard on Fire Protection of Storage.
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