69A-51.085 Accidents.

When an accident occurs to a boiler located in a place of public assembly, the responsible Florida Commissioned Inspector, as well as the owner or user, shall promptly notify the Chief Inspector by submitting a detailed report of the accident. In the event of personal injury or any explosion, notice shall be given immediately by telephone, telegraph or messenger, and neither the boiler, nor any parts thereof, shall be removed or disturbed before permission has been given by the Chief Inspector, except for the purpose of saving human life and limiting consequential damage.
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