69A-58.003 Definitions. 

As used in this rule chapter, the following definitions apply:

(1) “Ancillary plant” is comprised of the building, site, and site improvements necessary to provide such facilities as vehicle maintenance, warehouses, maintenance, or administrative buildings necessary to provide support services to an educational program.

(2) “Authority having jurisdiction” means the county, municipality, or special district having firesafety responsibility or, where the context requires, the State Fire Marshal. 

(3) “Auxiliary facility” means the spaces located at educational plants which are not designed for student occupant stations.

(4) “Building” or “board building” means any building or structure located on, upon, or in any educational facility, educational plant, ancillary plant, or auxiliary facility owned, rented, leased, or under lease-purchase agreement or lease-purchase option with a board. “Building” includes any permanent, fixed, relocatable, and manufactured building or structure.

(5) “Division” means the Division of State Fire Marshal.

(6) “Educational facilities” means the buildings and equipment, structures, and special educational use areas that are built, installed, or established to serve primarily the educational purposes and secondarily the social and recreational purposes of the community and which may lawfully be used as authorized by the Florida Statutes and approved by the boards.

(7) “Educational plant” comprises the educational facilities, site and site improvements necessary to accommodate students, faculty, administrators, staff, and the activities of the education program of each plant.

(8) “Existing” facility means a facility that has been occupied for one year or longer.

(9) “Florida Building Code” means the Florida Building Code as adopted in Rule 9B-3.047, F.A.C., adopted pursuant to Section 552.73, F.S.

(10) “Florida Fire Prevention Code” means the Florida Fire Prevention Code as adopted in Rule 69A-3.012, F.A.C.

(11) “Local fire official” or “fire official” means a firesafety inspector certified under Section 633.081(2), F.S., and employed by or under contract with a county, municipality, or special district having firesafety responsibilities, and includes the chiefs of county, municipal, and special district fire departments. The term does not include a special state firesafety inspector employed by the board certified to conduct inspections of buildings as defined herein under Section 633.081(3), F.S.

(12) “New” facility means a facility that has not been occupied for more than one year.

(13) “NFPA 101” means National Fire Protection Association Code 101, the Life Safety Code, the edition as adopted in Rule 69A-3.012, F.A.C.

(14) “Special district that has firesafety enforcement responsibilities” means a special fire control district or a special district which was created for the purposes of fire prevention, fire suppression, or fire protection.

(15) The definitions in Section 1013.01, F.S., of words and terms found in Section 1013.12, F.S., or of words or terms found in this rule chapter apply to this rule chapter.
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