Notice of Change/Withdrawal

DEPARTMENT OF FINANCIAL SERVICES
Division of State Fire Marshal
RULE NO.:
RULE TITLE:

69A-46.041
Inspection Requirements for Fire Protection Systems

NOTICE OF CORRECTION

Notice is hereby given that the following correction has been made to the proposed rule in Vol. 51 No. 242, December 16, 2025 issue of the Florida Administrative Register.

69A-46.041 Inspection Requirements for Fire Protection Systems.

(1) through (6) No change.
(7) Form DFS-K3-2015, Uniform Summary Inspection, Testing, and Maintenance (ITM) Report (Eff. 3/2026) (eff. 11/2025) must be provided to the local AHJ by the contractor, as mutually agreed between the contractor and the local AHJ, using one of the following means: (a) by United States mail; (b) by hand delivery; (c) by electronic submission; or (d) through a third-party vendor that collects the reports on behalf of the local AHJ. Form DFS-K3-2015 is hereby incorporated by reference and is available on the following link: http://www.flrules.org/Gateway/reference.asp?No=Ref-18748; or on the Division’s website at: myfloridacfo.com/Division/SFM; or by contacting the Regulatory Licensing Section, Bureau of Fire Prevention, Division of State Fire Marshal, 200 E. Gaines Street, Tallahassee, Florida 32399-0342, Phone: (850)413-3610.
(8) through (11) No change.
Rulemaking Authority 633.104, 633.308, 633.312 FS. Law Implemented 633.306, 633.308, 633.312, 633.338 FS. History–New 10-20-93, Amended 11-21-01, Formerly 4A-46.041, Amended 5-18-08, 7-19-16, 9-1-21,             .
Note: Form DFS-K3-2015’s footer will also be corrected to reflect an effective date of March of 2026 (3/2026) instead of November of 2025 (11/2025).
