Notice of Change/Withdrawal

DEPARTMENT OF MANAGEMENT SERVICES
Florida Digital Service
RULE NO.:
RULE TITLE:

60GG-3.001
Definitions

NOTICE OF CORRECTION

Notice is hereby given that the following technical change has been made to the above rule:
60GG-3.001 Definitions. 
The following terms are defined: 
(1) Mechanical Room/High-Power Room – those areas at the State Data Center (“SDC”) dedicated to the mechanical equipment (e.g., switchgear, uninterruptible power supply, batteries, generators, and transformers) that serves this facility. 
(2) Raised Floor – the area at the SDC State Data Center where an elevated floor is constructed above the solid substrate leaving the open space created between the two for cables, wiring, electrical supply, and/or cooling infrastructure. 
(3) through (4) No change. 
Rulemaking Authority 282.201(4)(e) FS. Law Implemented 282.201 FS. History‒New 6-16-16, Formerly 74-3.001, Amended 6-30-26, Technical Change 7-1-26. 
