60GG-3.001 Definitions.

The following terms are defined:
(1) Mechanical Room/High-Power Room – those areas at the State Data Center dedicated to the mechanical equipment (e.g., switchgear, uninterruptible power supply, batteries, generators, and transformers) that serves this facility.
(2) Raised Floor – the area at the State Data Center where an elevated floor is constructed above the solid substrate leaving the open space created between the two for cables, wiring, electrical supply, and/or cooling infrastructure.
(3) Vendor(s) – means a person who is under contract to deliver or install equipment at the SDC, or provide contractual services at the SDC.

(4) Visitor(s) – any person(s) who is not employed at the SDC who is requesting or has been approved to enter the SDC facility pursuant to these rules. Examples of Visitors include employees of customer entities, State of Florida employees, and Vendors of customer entities.
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