69A-58.008 Standards and Requirements for Existing Buildings; Exceptions to Rule Chapter 69A-60, the Florida Fire Prevention Code.

(1) General Safety Requirements for all Buildings in all Facilities or Plants.

(2) Except as set forth in Section 1013.12, F.S., and this rule chapter, educational facilities are subject to Rule Chapter 69A-60, F.A.C., the Florida Fire Prevention Code.

(3) The standards and requirements in this rule chapter pertain to educational facilities and are exceptions to Rule Chapter 69A-60, F.A.C. In the event of a conflict between this rule and Rule Chapter 69A-60, F.A.C., and notwithstanding paragraph 69A-60.002(3)(d), F.A.C., relating to this rule chapter, the provisions of this rule chapter control the standards and requirements for educational facilities.

(4) Fire department access roads. Paved fire department access roads shall not completely encircle an educational plant or portions thereof.
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